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1/8" = 1'-0"1
FIRST FLOOR PLAN - DUCTWORK

CONSTRUCTION NOTES:

PROVIDE  VARIABLE AIR VOLUME BOX AS SCHEDULED. REFER TO  
DETAIL FOR FURTHER INFORMATION.

DO NOT INSTALL DUCTWORK ABOVE ELECTRICAL PANELS. 
ELECTRICAL PANEL LOCATIONS SHOWN ARE FOR REFERENCE 
ONLY. SEE ELECTRICAL DRAWINGS FOR MORE INFORMATION. 
COORDINATE WITH ALL OTHER TRADES. 

PROVIDE NECESSARY FITTINGS AND TRANSITIONS TO OFFSET 
SUPPLY DUCT AS REQUIRED FOR RETURN DUCT INSTALLATION. 

PROVIDE NECESSARY FITTINGS AND TRANSITIONS TO OFFSET 
SUPPLY DUCT AROUND STEEL AS REQUIRED. 

PROVIDE NECESSARY FITTINGS AND TRANSITIONS TO OFFSET 
DUCTWORK FOR INSTALLATION OF LINEAR DIFFUSERS.

PROVIDE FIRE DAMPER IN FLOOR PENETRATION. FIRE DAMPER 
SHALL BE AIR CURTAIN TYPE OUT OF AIR STREAM TYPE. 
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1/8" = 1'-0"1
SECOND FLOOR PLAN- DUCTWORK

CONSTRUCTION NOTES:

PROVIDE VARIABLE AIR VOLUME BOX AS SCHEDULED. REFER TO 
DETAIL FOR FURTHER INFORMATION.

PROVIDE NECESSARY FITTINGS AND TRANSITIONS TOOFFSET 
SUPPLY DUCT AROUND STEEL AS REQUIRED.  

PROVIDE EXHAUST FAN AS SCHEDULED. SUPPORT FAN FROM 
STRUCTURE ABOVE. REFER TO DETAIL FOR FURTHER INFORMATION. 

PROVIDE AIR HANDLING UNIT AS SCHEDULED. COORDINATE FINAL 
LOCATION IN PENTHOUSE WITH ALL TRADES. CONTRACTOR SHALL 
VERIFY UNIT CLEARANCE IS MAINTAINED FOR SERVICE 
ACCESSIBILITY AS RECOMMENDED BY THE MANUFACTURER.   

PROVIDE LOUVER AS SCHEDULED AND SHEET METAL PLENUM 
INSULATED WITH 1 1/2" THICK BOARD INSULATION.

DO NOT INSTALL DUCTWORK ABOVE ELECTRICAL PANEL. PANEL 
LOCATION SHOWN IS FOR REFERENCE ONLY. SEE ELECTRICAL 
DRAWINGS FOR MORE INFORMATION. COORDINATE WITH ALL OTHER 
TRADES.

PROVIDE FIRE DAMPER IN FLOOR PENETRATION. FIRE DAMPER 
SHALL BE AIR CURTAIN OUT OF AIR STREAM TYPE. 
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